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CHHATTISGARH MEDICAL SERVICES CORPORATION

LIMITED

(Government of Chhattisgarh)

Tender

For
Construction of 50 bedded MCH wing at Jashpur (C.G.),

under National Rural Health Mission scheme

Tender Drawings

VOLUME-VI

November’ 2015

HSCC (INDIA) LTD.

(CONSULTANTS & ENGINEERS FOR MEGA HOSPITALS & LABORATORIES)

E-6(A), sector-1, NOIDA(U.P) 201301 (India)

Phone : 0120-2542436-40 Fax : 0120-2542447

Tender No. HSCC/NRHM/CG./2015(VII)/01
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1.  ALL DIMENSIONS ON THIS DRAWING ARE IN mm.

2.  ONLY WRITTEN DIMENSIONS ARE TO BE FOLLOWED.
DRAWINGS SHOULD NOT BE SCALED UNDER ANY

CIRCUMSTANCES. ALL MEASUREMENTS MUST BE CHECKED

AND VERIFIED BY THE CONTRACTORS PRIOR   TO EXECUTION

OF WORK AT THE SITE.

3.  THIS DRAWING IS TO BE READ IN CONJUNCTION
     WITH ALL RELEVANT STRUCTURAL, SERVICES & FACILITY

PLANNING DRAWINGS.

4. ARCHITECTURAL DRAWINGS ARE TO BE FOLLOWED FOR THE

LOCATION OF ALL STRUCTURAL

     MEMBERS & MASONRY WALLS.
5. FOR SIZES & REINFORCEMENT DETAILS OF STRUCTURAL

MEMBERS RELEVANT STRUCTURAL DRAWINGS ARE TO BE

REFERRED.

6.  ANY DISCREPANCIES BETWEEN ARCHITECTURAL,

STRUCTURAL AND SERVICES DRAWINGS MUST BE BROUGHT
TO THE NOTICE OF THE  PRIOR TO EXECUTION AT SITE.

7. CO-ORDINATION WITH THE SERVICES SUCH AS HVAC,

PLUMBING & ELECTRICAL ETC. IS THE RESPONSIBILITY OF THE

CONTRACTORS.

8.  ALL MASONRY WALLS SHOULD BE ALIGNED WITH THE
COLUMNS AS INDICATED ON THE PLAN IRRESPECTIVE OF THE

POSITION AS CALCULATED WITH THE DIMENSIONING.

9. FOR ELECTRICAL & LV  SHAFT SIZE & LOCATION   REFER

ELECTRICAL DRAWINGS.

10. FOR R.W.P., S.P., W.P. &  M.W.S.P. SIZE & LOCATION  REFER
PLUMBING DRAWINGS.

11. LIFT OPENINGS AS/LIFT APPROVED LIFT PROVIDER.
12.PARAPET WALL MINIMUM 1000mm HIGH FROM F.F.L.

Proposed 50 Bedded

Hospital  at JASPUR,

CHATTISGARH

Ground

Floor Plan
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